
ANNEX I TO CERTIFICATE OF CONSTANCY OF PERFORMANCE
1922 - CPR - 1267/14.04.2020
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Performance list, acc. to EN 54-2:1997, EN 54-2:1997/A1:2006, 
EN 54-2:1997/AC:1999 

Essen�al Characteris�cs Performance Clause 

Performance under fire condi�ons 
- General requirements 
- General requirements for indica�ons   
- The fire alarm condi�on 

 
Pass 
Pass 
Pass 

 
4 
5 
7 

Response delay (response �me to fire) 
- Recep�on and processing of fire signals   
- Output of the fire alarm condi�on 
-  Delay to outputs 
-  Dependencies on more than one alarm signal 

 
Pass 
Pass 
Pass 
Pass 

 
7.1 
7.7 

7.11 
7.12 

Opera�onal reliability 
- General requirements 
- General requirements for indica�ons  
- The quiescent condi�on  
- The fire alarm condi�on  
- Fault warning condi�on  
- Disabled condi�on  
- Standardized input/output interface  
- Design requirements  
- Addi�onal design requirements for so�ware controlled 

control and indica�ng equipments 
-  Marking 

 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
Pass 
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14 

Durability of opera�onal reliability, temperature resistance  
- Cold (opera�onal) 

 
Pass 

 
15.4 

Durability of opera�onal reliability, vibra�on resistance  
- Impact (opera�onal) 
- Vibra�on, sinusoidal (opera�onal) 
- Vibra�on, sinusoidal (endurance) 

 
Pass 
Pass 
Pass 

 
15.6 
15.7 

15.15 

Durability of opera�onal reliability, electrical stability 

- Electromagne�c compa�bility (EMC), immunity tests 
(opera�onal) 

 
 

Pass 
 

 
 

15.8 
 

Durability of opera�onal reliability, humidity resistance 
- Damp heat, steady state (opera�onal) 
- Damp heat, steady state (endurance) 

 
Pass 
Pass 

 
15.5 

15.14 

 

dipl. eng. Anna VasilevaIssued: 
Burgas, 14 April 2020

ИА “БСА”

Рег. № 12 ОСП

ОРГАН ПО СЕРТИФИКАЦИЯ 
НА ПРОДУКТИ

EA BAS is an EA MLA signatory
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