Ny
1 Notified body No. 1922
Deda Atte.St.at'qn & Bulgaria, 8230 Nesebar
Certification Mladost #50

ANNEX Il TO CERTIFICATE OF CONSTANCY OF PERFORMANCE
1922 - CPR - 1267/14.04.2020

Performance list, acc. to EN 54-4:1997, EN 54-4:1997/A1:2002,
EN 54-4:1997/A2:2006, EN 54-4:1997/AC:1999

Essential Characteristics Performance Clause

Performance of power supply

- General requirements Pass 4

- Functions Pass 5

- Materials, design and manufacture Pass 6
Operational reliability

- General requirements Pass 4

- Functions Pass 5

- Materials, design and manufacture Pass 6
Durability of operational reliability, temperature resistance

- Cold (operational) Pass 9.5
Durability of operational reliability, vibration resistance

- Impact (operational) Pass 9.7

- Vibration, sinusoidal (operational) Pass 9.8

- Vibration, sinusoidal (endurance) Pass 9.15
Durability of operational reliability, electrical stability

- Electromagnetic compatibility (EMC), immunity tests (operational) Pass 9.9
Durability of operational reliability, humidity resistance

- Damp heat, steady state (operational) Pass 9.6

- Damp heat, steady state (endurance) Pass 9.14
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EA BAS is an EA MLA signatory
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